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ft I r~1sNI};I~~t 
MANAGEMENT OF CHANGE FORM 

(REFER TO PROCEDURE EHS-I-006 FOR EXPLANATION OF THIS FORM) 

DEPARTMENT: Utilities MOC#: 
ORIGINATOR: Joe Vittone DATE: 09/19/2016 ------------------------

SECTION A - TECHNICAL BASIS FOR PROPOSED CHANGE 

During the PSM audit in January of 2016, a finding was documented that the 
Purpose and buried natural gas lines (2) do not have a cathodic protection system to protect 

Technical Basis: the lines from soil corrosion. 

Description: This project will install a cathodic protection system on two buried natural gas 
lines. These lines are from the Ameren station on the north side of the street to 
the boiler room north wall. All excavations will be done using a hydro-vac 

Attach additional method. The attached drawing shows the locations of test stations and anode 
paper if necessary placement. 

Impact of Change 
On Env / Health / Safety: The addition of the cathodic protection system will monitor the integrity of the 

If there will be no effects, describe the thought buried gas lines. 
process used to determine this. 

SECTION B - DOCUMENTATION - Attach appropriate documentation illustrating proposed changes 

□ Procedures □ Inspections, Testing, PM's □ AEC □ PHA'S 
f----

CJ [] □ □ PSM Documentation CHEMGEMS Specifications Ml App Checklist LDAR 
f---- - f--- >---

□ MSDS Information □ Energy Control Plans □ DCS logic printout □ OJT's 

□ Training/Communication 7:1 Alarm Response Tables -□ DCS screen shots □ JSA's 

□ Quality Issues CJ Customer Impact [] Other 

Affected Personnel Needing To Be Informed/Trained On Proposed Change 

□ Operations □ 1/E Technicians □ Community 
- "cJ □ Production Facilitators □ Engineering Regulatory Entities 

□ Mechanics/Welders □ Contractor( s) "cJ Corporate 

1:81 Electricians □ Office Personnel □ Other 

I SECTION C - Is Change Permanent? II SECTION D - Is Change Temporary ? I 
Proposed Project Start 

~ YES Date □ YES 
10/03/2016 From: -

Proposed Project 

□ NO Completion Date ~ NO 
02/28/2017 To: 

SECTION E - Is Change Emerqency ? Returned To Original Service: I I 

□ I Yes Start: Area Mgr./Designee 

~ !NO Signature: 

A1;mroval Received From: 

□ Ops. Mgr./Designee □ Env. Eng./Designee Extended To: I I * 

□ Plant Mgr./Designee □ Technical Services 
(if requested) Mgr./Designee Plant Managers Approval: 

□ H&S Mgr./Specialist □ Area Mgr./Designee Signature: Date: 

Approvals Received By: 

*Note: Temporary MOC's may be extended up to 6 months at 

Signature Date a time 
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SECTION F - DESIGN SAFETY REVIEW 

PHA. Does the proposed change require a PHA? (i.e. What-if/Checklist, HazOp, Revalidation, 
□YES [gjNO 

Review) If yes indicate type of PHA in Action to be Taken section. 

PSSR. Does the proposed change require a Pre-Start-up Safety Review (PSSR)? See EHS-I-067 for 

Requirements. Mandatory if change involves DCS Interface. [gjYES □NO 

1. RELIEF AND SLOWDOWN 

Does the Proposed Change: YES NO 

1. Introduce or alter anx._potential cause of over/under eressurizing of the system? □ [g] 

2. In anv way affect existing_!::g',!i,ement installed to erevent over/under eressurization? □ [g] 

3. Introduce or alter any _ _potential cause of raisingfJ~~!::!1!1.9 the system temperature? □ [g] 

4. Introduce a risk of creating/reducing vacuum in the system? □ [g] 

5. Have any critical relief devices been identified for verification of proper rating and installation? □ [g] 

2. AREA CLASSIFICATION 

Does the Proposed Change: YES NO 

1. Introduce or alter the storage of flammable materials? □ [g] 

2. Introduce or alter the location of potential leaks of flammable materials? □ [g] 

3. Introduce new or alter existing electrical eq_[!jpment? □ [g] 

4. Does the new or altered electrical eq[!jpment need to be suitable for electrically classified areas? □ [g] 

5. Reauire the installation of new or modified combustible liauid material handlinq_~).'.stems? (Grounding action item required) □ [g] 

6. Require the installation of new or modified dust material handling ~ystems? (Grounding action item required) □ [g] 

7. Affect area ventilation? □ [g] 

A yes answer to any question in this section requires a review by the Electrical Engineer prior to routing for approval signatures. 

3. SAFETY CONSIDERATIONS 

Does the Proposed Change: YES NO 

1. Reau ire any additional safety eat,J_iement or layers of erotection? □ [g] 

2. Alter or affect existing safety e9.1:1lpment or means of egress? □ [g] 

3. Require changes to the function or independence of existing_~g_t,J_ipment or layers of protection? □ [g] 

4. Alter or affect critical safety instrumented functions (SIF's)? □ [g] 

5. Alter the noise level in the surrounding area? □ [g] 

6. Increase the potential for exposure to any chemicals? □ [g] 

7. Introduce a new or previously unused chemical/raw material? □ [g] 

8. Affect de-eneraization? (able to lock-out, drain materials} □ [g] 

9. Create any ergonomic concerns? □ [g] 

10. Affect any Battery Limit Valves (BLV)? □ [g] 

11. Affect the overall security of the facility? □ [g] 

12. Does this increase the risk of potential impact to plant personnel (employees and contractors)? □ [g] 

13. Does the proposed change affect facility siting relative to both people and equipment in any of the following situations: 

temporary changes, before startup after a permanent change, or before startup after temporary change has been □ [g] 
removed/closed/returned to original condition? 

14. If the proposed change affects replacement or demolition of piping or conduit, will the entire run be identified and 
□ [g] 

clearly marked prior to work, to ensure safe work activity? 

15. Affect the safe transport of hazardous material? For ex., introducing a new hazardous material for transport or 
□ [g] 

changing the method of transportation of the hazardous material. 
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SECTION F - DESIGN SAFETY REVIEW 

4. ENVIRONMENT AL CONSIDERATIONS (Consult Env. Engineer for completion of this section) 

YES NO 

1. Will there be a potential increase in the maximum production rate, which exceeds the currently permitted design □ [g] 
capacity of the facility? 

2. Will the replacement or modification change any of the basic parameters of the process unit, such as temperature, 
□ [g] 

pressure, etc? 
3. Will the change cause increased emissions of regulated pollutants during installation, implementation, or during 

□ [g] 
operations? 

4. Will there be any new vents added? □ [g] 

5. Will the change add, remove or modify any permitted emission units (Example: reactors, wash tanks, dryers, □ [g] 
centrifuges, pack-out bins, screening towers, or styrene or e_entane storage.)? 

6. Will the project include the installation of a stationary engine with a :::; 500 hp? If so, a non-resettable hour meter 

shall be installed to record operational hours and PMs shall be consistent with RICE NESHAP regulations and the □ [g] 
manufacturer's recommended preventative maintenance. 

7. Will the project results in the increase in Facility's total throughput of natural gas? □ [g] 

8. Is there the potential to qenerate a new waste or increase the guantity of an existing waste? □ [g] 

9. Will there be a change in the wastewater characteristics? If the project causes an increase to the discharge of 
□ [g] 

wastewater to the Public Sanitarv District,_erovide calculations with the MOC. 

10. Does the project add or remove LOAR Components (Pumps, PRVs, Valves, and Connectors) that come in contact 
□ [g] 

with styrene or pentane? 

11. Does the project increase risk to off-site residential & environmental receptors? □ [g] 

12. Will the change affect the control of processes? □ [g] 

13. Will the chanqe affect the composition or ~~ysical properties of the final product? □ [g] 

14. Will new chemicals be brought onsite anytime during the project? □ [g] 

15. Does an evaluation of chemical compatibility need to be conducted during the project? □ [g] 

16. Will the project involve decommissioning or demolition of eq_ujpment or structure? □ [g] 

17. If yes to 16, does National Emissions Standards for Hazardous Air Pollutants (NESHAP) or deconstruction permit 
□ [g] 

________ apply? 

18. Will this project require a portable enqine? □ [g] 

5. OPERATION AND DESIGN 

Does the Proposed Change: YES NO 

1. Affect the process or eq_l!]pment upstream/downstream of the change? □ [g] 

2. Affect access to process or eq1J_ipment/controls for personnel? □ [g] 

3. Introduce any new or affect existinq interlocks or alarms systems? □ [g] 

4. Affect manpower or qualified personnel? □ [g] 

---~'- Affect the loads/strengths of existing foundations, structures, vessels, or pipe racks? □ [g] 
6. Impact requirements of existing or proposed piping supports? (Needs to be adequately designed for expected 

□ [g] 
stresses due to pressure and thermal loading_~) 

7. Affect process chemistry? (reactivity/compatibility) □ [g] 

8. Affect maximum intended inventory, which would require updating maximum invento~ tables? □ [g] 

9. Affect safe up_per/lower limits for such items as temeerature, process flows or compositions? □ [g] 

10. Affect material/enerqy balances? □ [g] 

11. Affect plant utility resources? (i.e. steam, water, electricity, etc.) □ [g] 

12. Affect eq_l!ipment with heat-up/cool-down cycling reguiring bolt retigh~~_r:ij_~g-~~-E'.l!.. start-up? □ [g] 

13. Is an exception/revision to design codes or standards (CHEM-GEMS, etc.) required? □ [g] 

6. DCS / SIS / PLC LOGIC & PROGRAMMING 

Does the Proposed Change: YES NO 

1. Alter the DCS/ SIS/ PLC Software logic of process operations? □ [g] 
------

2. Alter the DCS response (alarm settings) for temperature, pressure, or timing? (Describe in Section A) □ [g] 

3. Alter the DCS screen interface with the DCS operator? (Attach screen shots showing old and new view) □ [g] 

------
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I SECTION G - AFFECTS ON PROCEDURES, TRAINING, AND DOCUMENTATION I 
Will the Proposed Change: YES NO 
1. Introduce new or impact existing operational procedures? □ ~ 
2. Introduce new or impact existing maintenance procedures? □ ~ 
3. Add or Remove equipmenUinstrumentation? If yes, contact the Design/Drafting Technician.(Pre-PSSR) □ ~ 
4. If equipmenUinstrumentation is being added/removed, ITPM Request Form MIP-F-100 shall be completed by 

~ □ the MOC Originator, and approved form sent to the Maintenance Support Technician. (Post-PSSR) 

5. Require training for operational or maintenance personnel? (contact Training and Procedure Coordinator) □ ~ 
6. Require notification for operational or maintenance personnel? ~ □ 

7. Require updating controlled drawings?* (PFD'S, LOAR, P&ID's, Floor Plans, Electrical Single Lines, Loop 
~ □ Drawings/Electrical Schematics, MCC arrangement, Ml /so DrawingsJ Attach relevant, red-lined drawings. 

8. Require updating equipment files? (/fyes, include completed PSI equipment spec sheet) ~ □ 
9. Require a spare parts list and inventory to be developed? □ ~ 
10. Require major project spare equipment to be turned over to maintenance? □ ~ 
11. Require equipment labeling in the field? ~ □ 
12. Require updating of Alarm Response Tables or Operating Limits? □ ~ 
13. Require a new/modification of existing energy control plans? □ ~ 
14. Require a new/modification of existing blinding lists? □ ~ 
15. Require a new/modification of existing Confined Space entry checklists? □ ~ 
16. Cause any PSM/RMP a _plicability issues? □ ~ 
17. Cause a change in PSM/RMP program level? □ ~ 
18. Will this change have any effect on the overall plant facility siting issues? □ ~ 
19. Increase or decrease the imoact contour for worst-case scenario by a factor of two or more? □ ~ 
20. Will this MOC supersede /interfere with any other Temporary/Emergency/Permanent MOC's? 0 ~------

21. Is there a need to update the EPS-I-004, Chemical Compatibility Matrix? □ ~ 
22. Is a Layer of Protection Analvsis (LOPA) study required? □ ~ 
23. Will this affect the Interlock Matrix? □ ~ 
24. Require updating of electrical energy consumption spreadsheet? Update required for any MCC, CB panel or 

□ ~ bus bar connection additions or alterations. 
25. Will this change impact Proprietary Technology including product, process, equipment, technical data, or other 

□ ~ trade secret information licensed to FHR by third parties If yes, contact the Proprietary Technology Coordinator. 

• NOTE: Refer to Engineering Equipment Location Database for a list of affected documents, sorted by Location Number. 
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Any questions with a 'YES' answer, requires follow-up activity. 

List the action(s) to be taken to resolve any issues identified in 'Section F' and 'Section G' 

Target Approving 
Item Action To Be Completed Prior to PSSR Responsible Party Completion 
No. Date 

Manager 

G-6 Notify ETM's of Change Williams 02/28/2017 Vittone 

F-
Conduct Pre Start-up Safety Review Vittone 02/28/2017 Vittone 

PSSR 
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Any questions with a 'YES' answer, requires follow-up activity. 

List the action(s) to be taken to resolve any issues identified in 'Section F' and 'Section G' 

Target Approving 
Item Action To Be Completed After PSSR Responsible Party Completion Manager 
No. Date 

G-4 Submit Form MIP-F-100 to Maintenance Support 
Vittone 02/28/2017 Vittone 

Technician 

G-7a Provide New Drawings for DDT Vittone 02/28/2017 Vittone 

G-7b Update Controlled Drawings Brockman 03/31/2017 Vittone 

G-8a Provide All Information for Equipment Files to DDT Vittone 02/28/2017 Vittone 

G-8b Create New equipment File Brockman 03/31/2017 Vittone 

G-11 Label Necessary Equipment in Field Vittone 02/28/2017 Vittone 

Ci" l\lot~'\ ff rrY1 t,, .. / . - Vut Gf en LA.·: I~ nvy-,, 0212~1 J1 V HoJU--
< 
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I MOC APPROVAL FORM I 
Originator: MOC No. /?3&J7 

MOC Packet Completeness Verification Review 
Title/Position - Verification Review Signatures Date 

Drafting Tech, or Designee XcAL t .. /,_ q 2 I& 
Ml Coordinator, or Designee J U1w ,a,J;;,,,. ~-;:"' C\~Z.1-- 0 
Maintenance Tech from appropriate area Ii ,t /J/;JL! Cf,Jl//:, 
Operator from affected area J,b;> c"d--~ 'f/~7/t&-
Training & Procedures Coordinator if)ll~ ~ C/ :;J1J j it. 
Electrical Engineer (Section F.2) 

I Signatures required Prior To Implementation of MOC. I 
Title/Position Authorizing Signatures Date 

Area Manager/Facilitator or Designee #L-0- 9 . .-,,2-&► -1 h 

Technical Services Manager or Cif\l trM l✓ U-!£ Designee 

li Ro/ 

(J 
(V\}JL----__ H&S Specialist or Designee v/AJL~ q - Z,'i5-~{ (o 

Operations/ Pilot Plant/ QC ~ °!-21~1b Manager or Designee 

Environment Engineer or Designee / PY 
(~ 

/-

Other Reviewers 

/as requested bv anv of the Authorizino signers) 

Title/Position Review Signature Date 

Plant Manager or Designee 

VERIFICATION OF MOC CLOSURE 
By signing below: 

The Originator of this MOC confirms that all action items have been completed & that equipment/documentation in this change is set to start up. 

MOC closure requires the Originators Signature 

MOC Originator: 
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CATHODIC PROTECTION SYSTEM 
FLINT HILLS RESOURCES CHEMICAL INTERMEDIATES, LLC 

501 BRUNNER STREET 
PERU, IL 61354 

N 41.326421°, W -89.113036° 

LOCATION MAP 

SHEET DESCRIPTION 

1 TITLE SHEET 
2 CP SITE PLAN 
3 TEST STATION AND CONNECTION DETAILS 
4 EXOTHERMIC WELD, WIRING SCHEMATICS DETAILS 

REFERENCE DRA\\INGS Cl.JENT: 
FLINT HILLS RESOURCES CHEMICAL 

INTERMEDIATES, LLC 
501 BRUNNER STREET 

PERU, IL 61354 

O'IINER: ------------1 
lllS DOO..IEiT NfJ OS cam:KTS IRE. THE PRCffRTY Cf' FLINT HILLS RESOURCES CHEMICAL 

J-+----f--f----------------~~u':"'w"'~~,.~/r~~~ 
At..REES HOT TO C<PY 00 REPROOOa: rr, m USE IT FOO 
AAY ~APPRCMD PURPO!E. NTHOUT taff'RO'S PRm 

INTERMEDIATES, LLC 

1--+------+---+-------------------t YIRlTTEN ~!EMT, REaPIENTSHAU..~...:s 
ERO(, THIS DESGH 

""'""'"°""' AT OTHER SITES. No. DATE BY REVISION 

501 BRUNNER STREET 
PERU, IL 61354 

SITE PLAN 

CONTENTS: 

CATHODIC PROTECTION SYSTEM 

PROJECT TITLE & SITE LOCATION 

LOCATION: 
FLINT HILLS RESOURCES CHEMICAL 

INTERMEDIATES, LLC 
501 BRUNNER STREET 

PERU, IL 61354 

DESIGNED BY swc 
aJEa<ED BY swc 
DRA'IIN BY LWH 
DATE 9-20-16 
SCALE NONE 
SHEET 1 OF 4 
D\\ll. Ho. 

B601220 
JOO Ho. 

0 
0 
l!) 

C\I 
I 

CD 
U) 
st" 

0 
CD 
~ 

I 

l!) 
U) 

0 
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_J 
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NORTH 

2 - MAGNESIUM 
ANODES ON 5' 

SPACING 

CA1HODIC PROTECTION SYMBOL LEGEND 

= MAGNESIUM ANODE - VERTICAL 

)( 

) 

METER 
AREA 

0 

ID 

BUILDING BUILDING BUILDING 

I 1 

CONNECTIONS TO 
PIPES (TYP) 

NATURAL GAS PIPING 

BUILDING 

------------------------------- ----------------- ------ - -------------------------------------------------------------------

i CcoNc•m) I \~o~~~:fg:~~ I BA:l''.-" ID 
½-•-x-x-x-

0 :7 ffi 
z: 
z: 
:::, 
a::: 
CD I EI.EClRICAl. SUBSTATION i (GRAVE~ 

Lx-x-x-x-•~ e:]• .,"r• 

,. TANK 

\ 
" 

\ 

GGG~lNG-TGWER-

2 - MAGNESIUM 
ANODES ON 5' 
SPACING 

BOILER HOUSE 

BUILDING 

BUILDING 

= COPPER/COPPER SULFATE REFERENCE CELL \ 
= TEST STATION 

= EXO1HERMIC WELD 

" 

\ 
(GRAVE~ 

REFtRENCE DRA'IIINGS 
CUENT: 

FLINT HILLS RESOURCES CHEMICAL 
C~TENTS, DESIGNED BY swc 

INTERMEDIATES, LLC 
CATHODIC PROTECTION SYSTEM CHEO<ED BY swc 

501 BRUNNER STREET NATURAL GAS PIPELINES 
SITE LAYOUTS 

DRA\ltN BY LWH 
PERU, IL 61354 

DATE 9-20-16 
OYtNER: 

1---------------1 FLINT HILLS RESOURCES CHEMICAL 
LOCA11~: 

FLINT HILLS RESOURCES CHEMICAL SCALE NONE 
INTERMEDIATES, LLC INTERMEDIATES, LLC SHEET OF 

501 BRUNNER STREET 501 BRUNNER STREET 2 4 

No. DATE BY REVISION PERU, IL 61354 PERU, IL 61354 DWG. No. 

B601220 
JOB No. 

0 
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<D 
1" 

0 
(\') 

~ 

LI) 

<D 

0 
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GRADE 
POST-MOUNTED TEST STATION 

<t:J:tj,---INSULATED COPPER TEST LEADS 

UNDERGROUND 
STRUCTURE 

INSULATED ANODE 
HEADER CABLE 

I C ~INSULATED 
L___._-A---+----+---------F~____--- SPLICE(S) 

PER PLAN 
Cu/Cuso4 REFERENCE 

ELECTRODE 

ELEVATION 

UNDERGROUND 
STRUCTURE 

GRADE 

PREPACKAGED-----~i;;q: 
SACRIFICIAL ANODE(S) 

PER PLAN -----

12" 

PREPACKAGED 
SACRIFICIAL ANODE(S) 
ALLOY: HIGH POTENTIAL 
WEIGHT: 40 LBS 

I--- 5' (TYP) _j 

POST-MOUNTED TEST STATION 

Cu/Cuso4 REFERENCE 
ELECTRODE 

SECTION A-A 

CD POST-MOUNTED MULTIPLE ANODE TEST STATION 

REFERENCE DRA1'!1NGS ct.JENT: 

J---------------1 O\ltNER: 
THS DOCUMENT N«J [TS ca«EHTS Mf. 'TI£ PRCftRTY CF 

t-----+------+-__,_ ___________________ _, COORf'RO <XU'ANIES. IIC. r"""""'°1- ll1tHDEll al.Y 

~~g~r~~u~ 
Nf.Y lliAPPR<MD fORP09!. NnKIUT C00RPR0"S PRI~ 

t---+-----+---+----------------------1 ~WEMT~=• REQPEMTSHALLREl\JRH UIS 

No. DATE BY REVISION 
CCIA.E1lal CF 11£ 
IS HOT APPUCABLE 
COOTROL OOE TO V 

INSULATED COPPER RUN CABLE 
AWG: 8 

INS.: HMWPE 

INSULATED COPPER TAP CABLE 
AWG: 12 
INS.: TW 

SPLICE CONNECTOR 
COPPER TAP YCBCB 

BUTYL RUBBER PUTTY DOUBLE 
WRAPPED W/RUBBER & PLASTIC 
TAPE SEALED W/WATERPROOF 
ELECTRICAL COATING 

@ TAPED SPLICE CONNECTION FOR WYE-SPLICE CONNECTION 

FLINT HILLS RESOURCES CHEMICAL 
CONlENTS, DESIGNED BY swc 

INTERMEDIATES, LLC 
CATHODIC PROTECTION SYSTEM CHEO<ED BY swc 

501 BRUNNER STREET 
NATURAL GAS PIPELINES 

DETAILS 
DRA\ltN BY LWH 

PERU, IL 61354 DATE 9-20-16 
LOCATION: 

FLINT HILLS RESOURCES CHEMICAL FLINT HILLS RESOURCES CHEMICAL SC.11.E NONE 
INTERMEDIATES, LLC INTERMEDIATES, LLC SHEET OF 

501 BRUNNER STREET 501 BRUNNER STREET 3 4 

PERU, IL 61354 PERU, IL 61354 
01\\'.l. No. 

8601220 
JOB No. 

ll) 

OJ 

0 
\.D 

:::! 

0 
~ u 
:r:: 
u 
f­
(f) 
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STEPS FOR PREPARING Pf PE 

1. REMOVE A 2" SQUARE SECTION OF COATING. 
FILE SURFACE TO BRIGHT METAL AND DRY. 

2. HIGHT PRESSURE RELIEF PIPE MUST BE TESTIED 
FOR WALL LAMINATIONS PRIOR TO WELDING. 

3. WRAP llEST LEAD AROUND PIPE TO REDUCE STRAIN 
ON THERMITIE WELD. NEVER WRAP CASING WIRE 
AROUND PIPELINE. 

4. STRIP INSULATION FROM WIRE, SLIP ON COPPER 
COPPER SLEEVE (#10 WIRE AND SMALLER), AND CRIMP. 
PLACE WIRE AGAINST METAL SURFACE. 

STEPS FOR PREPARING WELDER 

,2", 
p J 

p J 

A. PLACE METAL DISC IN BOTTOM 
OF GRAPHITIE MOLD. 

B. OPEN CARTRIDGE AND DUMP 
CHARGE IN MOLD. 

STARTING POWDER 

METAL POWDER 

GRAPHITIE MOLD 

C. SQUEEZE BASE OF CARTRIDGE 
AND REMOVE STARTING POWDER. 

D. CLOSE COVER AND PLACE 
WELDER OVER WIRE. 

5. PLACE PREPARED WELDER OVER WIRE AND HOLD 
FIRMLY WHILE MAKING CONNECTION, APPLY SPARK TO 
SIDE OF WELDER WITH FLINT GUN. 

6. REMOVE HOLD AND LET COOL. ~ 
7. AFTIER WELD HAS COOLED, HIT WELD SEVERAL TIMES 

WITH HAMMER TO ENSURE WELD IS INTACT. -

8. PROTIECT WELDMENT AS REQUIRED, USING DENSO P'----------~6 
PROTAL 7125 AS SHOWN. 

DENSO PROTAI 7125 REPAIR CARTRIDGE n 
1. PREPARE SURFACE USING CARBORUNDUM CLOTH O ~ 

OR 80 GRIT SANDPAPER. (. 6 
2. WIPE CLEAN WlllH AN ISOPROPYL ALCHOHOL SOAKED CLOTH.'----------___,, 

3. ~~c~~~A~~~T:~~~ Af~~IES1x?NYG 1~~~~1G u~~~~AL INTO cic""":::=:-::j~-!J 

4. MA llERIAL CAN THEN BE BRUSH APPLIED TO SPECIFIED MIL P 6 
THICKNESS (BETWEEN 25 TO 30 MILS). '----------___,,, 

5. CURE TIMES ARE DEPENDANT ON llEMPERATURE AND 
WILL BE EXTIENDED AT COOLER llEMPERA TURES. 

@ EXOTHERMIC WELD PROCEDURE 

No.8 AWG OR 
SMALLER CABLE 

THERMITE WELD 
CONNECTION 

WIRE TAG 

2 

3 

4 

5 

A 

WIRE TAG 

2 
5 

8 

3 

6 

4 

A 

MULTIPLE ANODE TEST STATION 

GAUGE (AWG) INSULATION COLOR 

No.12 THWN YELLOW 

No.8 HMWPE BLACK 

No.14 HMWPE BLACK 

No.12 THWN YELLOW 

0.01 ohm N/A SILVER 

2 LINE ANODE TEST STATION 

GAUGE (AWG) INSULATION COLOR 

No. 12 THHN YELLOW 

No. 12 THHN YELLOW 

No. 14 HMWPE BLACK 

No. 12 THHN YELLOW/BLACK 

No. 12 THHN YELLOW/BLACK 

No. 8 HMWPE BLACK 

0.01 ohm N/A SILVER 

(A\ TEST STATION WIRING SCHEMATICS \V.__ ____ _ 

REFERENCE IJRAYo!NGS CUENT: 

1--------------1 OY,NER: 
ntS OOCUi,EHT Nm f1S CfflTD{TS ME. Tl£ PR<HRTY a=' 

t--+----+--+----------------------1 ""'"""° COll'AHIE>l, 11c. ("<XRIPRO"). lllmllED au 
~Jb~:'" ~~~u~ 
Nf.Y UfAPPR<MD P00P0SE. NmouT OOff'RO'S PRICR 

t--+----+--+----------------------l~WEMT~~T~~~~S 

No. DATIE BY REVISION 
CXliFl£l1(t{ <F lHE wmK OESalEEJ HEREJH. lllS DESQ-1 
IS HOT APPUCASlE FOR USE AS STNIJAAO CfflROSl<li 
CffiTRCl. DUE 10 Vl./f.18.£. CXHXlKfCS AT OTHER srn:s. 

FLINT HILLS RESOURCES CHEMICAL 
CONTENTS: 

INTERMEDIATES, LLC 
CATHODIC PROTECTION SYSTEM 

501 BRUNNER STREET 
NATURAL GAS PIPELINES 

DETAILS 
PERU, IL 61354 

FLINT HILLS RESOURCES CHEMICAL 
LOCATION: 

FLINT HILLS RESOURCES CHEMICAL 

INTERMEDIATES, LLC INTERMEDIATES, LLC 

501 BRUNNER STREET 501 BRUNNER STREET 

PERU, IL 61354 PERU, IL 61354 
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FHRPRU002958

Page : 00005 *Yalidated* 11..LIJ\OIS Ennroumental Protection Ag,ncy 
?016 Hazardous Wast• R,port 

US EPA ID : ILDOS715'1555 Il.. EPA ID : 

Fonn Gll -- Generation and :\f anagf'-mtnt 
0990850005 

SECTIO:"\ 1. W.\STI DE SCRIPTIO:"\ 
A. Was:ie Descriplioo::. LE..-U> A.~ CA.Dll l'll~ CONTAMINATED SOIL 

B. EPA Haz:atdous Waste Code(s) : D006 0008 __ _ 

C. Source Code : GH D. Form Code : W301 Mm:ageman Memod : 

A. UOM: 2. Cubic Yards Oell$ir)' : ___ 9._00_ lb/gal . 

B. Quantity Ge:aerated in CW?ED.t Repo.rti:ng Year : 350.0 

SECTIO:"\ 3: QUANTITY l\IA. '<AGED O:"\-SIIT: 
Did this loc:atio:::a mm:a,ge some or :ill oftbis waste in RCR.~ orUIC regulated treammn,. ~ 
recycling, or disposal tmits at mis location? (DO !iOT mclude RCR.~ e.,:ea::pt processes.) 

On-Site Sys~ l ;__:\lma,gemea.tMethod : Quantity mm.aged o:Hite this year : 

On-Site Sys~ ;__:\lma,gemea.t Method : Quantity mm.aged o:Hite this year : 

SECTIO:X 4. OIT-SITT SHIP:IIE~1 
A. Was any of this v."tSle s llfpped off s.t:l' this repo~ }-ear? 

SITE I. 

B. U.S. EPA ID No. of facility was:e was shipped to : 

CJ1.~...._anent method s:!ipped to : 

D. Tow quantiryshipped in this~ rear : 

SITE 2. 

B. U.S. EPA ID No. of facility was:e was shipped to : 

C . ~bm.geme;n mecthod shipped to : 

D. Tow quantiryshippedin this~ rear : 

SITE 3. 

B. U.S. EPA ID No. of facility was:e was shipped to : 

C . ~bm.geme;n mecthod shipped to : 

D. Tow quantiryshippedin this~ rear : 

SITE 4. 

B. U.S. EPA ID No. of facility was:e was shipped to : 

C. M.am.geme;n mecthod shipped to : 

D. Tow quantiryshippedin this~ rear : 

SITE 5. 

B. U.S. EPA ID No. of facility was:e was shipped to : 

C . ~bm.geme;n mecthod shipped to : 

D. Tow quantiryshippedin this~ rear : 

00~{).{ENTS : ~ 

y 

ILD00Cki66206 

Hll0 

.!50.0 

0.0 

0.0 

0.0 

0.0 

0.0 

0.0 



Thursday, October 27, 2016

Flint Hills Resources

RE: CAT Project

Peru, IL 61354

501 Brunner Street

Adam Chapman

Christina E. Pierce

Project Manager

Prairie Analytical Systems, Inc. received 2 sample(s) on 10/24/2016 for the analyses presented in 

the following report.

All applicable quality control procedures met method specific acceptance criteria unless otherwise 

noted.

This report shall not be reproduced, except in full, without the prior written consent of Prairie 

Analytical Systems, Inc.

If you have any questions, please feel free to contact me at (217) 753-1148.

Respectfully submitted, 

TEL:  (815) 224-5211

FAX:  NA

16J0494PAS WO:

1210 Capital Airport Drive

Certifications: NELAP/NELAC - IL #100323

9114 Virginia Road Suite #112

1.217.753.1152 Fax*1.217.753.1148Springfield, IL  62707 **

1.847.458.0538 Fax1.847.651.2604Lake in the Hills, IL  60156* * *

Page 1 of 4
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Prairie Analytical Systems, Inc. 10/27/2016

Client:

Project: Lab Order:

Flint Hills Resources

Date:

CAT Project

LABORATORY RESULTS

16J0494

Date AnalyzedQual DFUnits

CHIPS-01 Lab ID:Client Sample ID:

Collection Date: Matrix:10/21/16  14:00 Solid

LimitResultAnalyses Date Prepared Method Analyst

16J0494-01

TCLP Metals by ICP-MS

mg/L 30.000600 10/26/16  17:55U 10/26/16  12:45 SW6020A CCD*Mercury

mg/L 30.0150 10/26/16  17:55U 10/26/16  12:45 SW6020A CCD*Selenium

mg/L 30.0150 10/26/16  17:55U 10/26/16  12:45 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 10/26/16  18:45U 10/26/16  12:41 SW6010B JTC*Arsenic

mg/L 10.0400 10/26/16  18:450.214 10/26/16  12:41 SW6010B JTC*Barium

mg/L 10.00500 10/26/16  18:450.509 10/26/16  12:41 SW6010B JTC*Cadmium

mg/L 10.00500 10/26/16  18:45U 10/26/16  12:41 SW6010B JTC*Chromium

mg/L 200.100 10/26/16  18:3424.7 10/26/16  12:41 SW6010B JTC*Lead

Date AnalyzedQual DFUnits

B4-01 Lab ID:Client Sample ID:

Collection Date: Matrix:10/21/16  14:15 Solid

LimitResultAnalyses Date Prepared Method Analyst

16J0494-02

TCLP Metals by ICP-MS

mg/L 30.000600 10/26/16  18:19U 10/26/16  12:45 SW6020A CCD*Mercury

mg/L 30.0150 10/26/16  18:19U 10/26/16  12:45 SW6020A CCD*Selenium

mg/L 30.0150 10/26/16  18:19U 10/26/16  12:45 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 10/26/16  19:02U 10/26/16  12:41 SW6010B JTC*Arsenic

mg/L 10.0400 10/26/16  19:020.189 10/26/16  12:41 SW6010B JTC*Barium

mg/L 10.00500 10/26/16  19:020.461 10/26/16  12:41 SW6010B JTC*Cadmium

mg/L 10.00500 10/26/16  19:02U 10/26/16  12:41 SW6010B JTC*Chromium

mg/L 500.250 10/27/16  11:3345.9 10/26/16  12:41 SW6010B JTC*Lead

Page 2 of 4
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Prairie Analytical Systems, Inc. 10/27/2016

Client:

Project: Lab Order:

Flint Hills Resources

Date:

CAT Project

LABORATORY RESULTS

16J0494

Notes and Definitions 

S Spike recovery outside acceptance limits.

* NELAC certified compound.

U Analyte not detected (i.e. less than RL or MDL).

Page 3 of 4
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Chain of Custody Record 
Central IL- 1210 Capital Airport Drive - Springfield, IL 62707-8490- Phone (217) 753-1148- Facsimile (217) 753-1152 Chicago IL Office - 9114 Virginia Rd., Ste 112 - Lake in the Hills, IL 60156 - Phone (847) 651 -2604 - Facsimile (847) 458-9680 Central/Southern IL Office- Phone (217) 414-7762- Facsimile (217) 223-7922 

n--•-•-.-ra1r1G 11--·· ···--· ftllGIJ 111,GI 
Systems, 1Nco•PaRATEa 

www.prairieanalytical.com 
Client F/Jh)-- Hl/b Y,, ~/./~ Analysis and/or Method Requested Reporting ~ddress <::;7) J ~Tl./ H, YI~~ 'Sf-; i 8 D Res id City, State, Zip Code '/1,, /1£1 , T _J ~ { P, J ~ ~4 

~ D Ind/Comm Phone/Facsimile 9J'~-.2.2 4_ s?Z_ J J 
□ A DD Project Name I Number ("". A,T: ~i?., _J, ;,-; -/ ~ ~ ~ O B D E Project Location ~ ~ 
D c D F ' P 0 , # or Invoice To 

~ t', ~ D Resid Contact Person A1>A41A- r._.Ll..A-~~ JI# ~ l' ii D lndust Sample Description Sampling Matrix Preser\l No. of Sample Type ;::;:., 
Sampler Comments 

Date Time Code Code Containers Comp Grab 
CH1PS-t/}1 119/,,2..,1 1+.·t?o s ,J I x :x &4- IA, ,;,1.21 14-:1~ S cJ i 'X -:X-, . -, 

Matrix Code A - Aqueous I DW - Drinking Water GW - Ground Water NA - Non-Aqueous Liquid S - Solid O - Oil X - Other (Specify) 
Preserv Code O - None I 1 - HCI 2 - H2SO4 3 - HNO3 4 - NaOH 5 - 5035 Kit X - Other (Specify) / J Relin~ By Date Time Received By ,,,,,,.--. Date Time Method_ of Shipry;ient AddJJV\ (~~ Jd2.4/u 11.·tJ.S- f-__ ~ ~~_../4__.. ___ ___,,.. /41-2~/4 //~1 /1/9/JI , f 

, 
- ,, -t-------------t-------r------t--d--:;.r--.,,,, ___ <..---:~~-,_.-r:-.A','--:;;;_:-;'l..-tf&-:a:.n:::::=__.>~-----n,l/\"ov7i·~~0:-;;-:6,t-;:l~:--;:;-dl J..:_-77H.TI'/tfl'lf(J~f)---1I 

ial Instructions: 
/ Tu~ime: Standard D Rus,l;i8l. QC Level On wet ice? Temperature (°C) 

- Date Required: 1'1Sl2D 30 40 Yes ~ <'4°0 
- _J_ 



Monday, November 28, 2016

Flint Hills Resources

RE: Soils

Peru, IL 61354

501 Brunner Street

Adam Chapman

Christina E. Pierce

Project Manager

Prairie Analytical Systems, Inc. received 8 sample(s) on 11/17/2016 for the analyses presented in 

the following report.

All applicable quality control procedures met method specific acceptance criteria unless otherwise 

noted.

This report shall not be reproduced, except in full, without the prior written consent of Prairie 

Analytical Systems, Inc.

If you have any questions, please feel free to contact me at (224) 253-1348.

Respectfully submitted, 

TEL:  (815) 224-5211

FAX:  NA

16K0447PAS WO:

1210 Capital Airport Drive

Certifications: NELAP/NELAC - IL #100323

9114 Virginia Road Suite #112

1.217.753.1152 Fax*1.217.753.1148Springfield, IL  62707 **

1.847.458.0538 Fax1.847.651.2604Lake in the Hills, IL  60156* * *

Page 1 of 6
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Prairie Analytical Systems, Inc. 11/28/2016

Client:

Project: Lab Order:

Flint Hills Resources

Date:

Soils

LABORATORY RESULTS

16K0447

Date AnalyzedQual DFUnits

CHRT27217 Lab ID:Client Sample ID:

Collection Date: Matrix:11/17/16  11:15 Solid

LimitResultAnalyses Date Prepared Method Analyst

16K0447-01

TCLP Metals by ICP-MS

mg/L 30.000600 11/23/16  16:39U 11/22/16  13:30 SW6020A CCD*Mercury

mg/L 30.0150 11/23/16  16:39U 11/22/16  13:30 SW6020A CCD*Selenium

mg/L 30.0150 11/23/16  16:39U 11/22/16  13:30 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 11/22/16  21:13U 11/22/16  13:30 SW6010B JTC*Arsenic

mg/L 10.0400 11/22/16  21:13U 11/22/16  13:30 SW6010B JTC*Barium

mg/L 10.00500 11/22/16  21:130.0467 11/22/16  13:30 SW6010B JTC*Cadmium

mg/L 10.0100 11/22/16  21:13U 11/22/16  13:30 SW6010B JTC*Chromium

mg/L 10.00500 11/22/16  21:130.00681 11/22/16  13:30 SW6010B JTC*Lead

Date AnalyzedQual DFUnits

CHRT26654 Lab ID:Client Sample ID:

Collection Date: Matrix:11/17/16  11:30 Solid

LimitResultAnalyses Date Prepared Method Analyst

16K0447-02

TCLP Metals by ICP-MS

mg/L 30.000600 11/23/16  17:03U 11/22/16  13:30 SW6020A CCD*Mercury

mg/L 30.0150 11/23/16  17:03U 11/22/16  13:30 SW6020A CCD*Selenium

mg/L 30.0150 11/23/16  17:03U 11/22/16  13:30 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 11/22/16  21:30U 11/22/16  13:30 SW6010B JTC*Arsenic

mg/L 10.0400 11/22/16  21:300.102 11/22/16  13:30 SW6010B JTC*Barium

mg/L 10.00500 11/22/16  21:300.129 11/22/16  13:30 SW6010B JTC*Cadmium

mg/L 10.0100 11/22/16  21:30U 11/22/16  13:30 SW6010B JTC*Chromium

mg/L 10.00500 11/22/16  21:300.621 11/22/16  13:30 SW6010B JTC*Lead

Date AnalyzedQual DFUnits

1113 Lab ID:Client Sample ID:

Collection Date: Matrix:11/17/16  10:50 Solid

LimitResultAnalyses Date Prepared Method Analyst

16K0447-03

TCLP Metals by ICP-MS

mg/L 30.000600 11/23/16  17:11U 11/22/16  13:30 SW6020A CCD*Mercury

mg/L 30.0150 11/23/16  17:11U 11/22/16  13:30 SW6020A CCD*Selenium

mg/L 30.0150 11/23/16  17:11U 11/22/16  13:30 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 11/22/16  21:36U 11/22/16  13:30 SW6010B JTC*Arsenic

mg/L 10.0400 11/22/16  21:360.581 11/22/16  13:30 SW6010B JTC*Barium

mg/L 10.00500 11/22/16  21:360.153 11/22/16  13:30 SW6010B JTC*Cadmium

mg/L 10.0100 11/22/16  21:360.0340 11/22/16  13:30 SW6010B JTC*Chromium

mg/L 100.0500 11/23/16  16:242.16 11/22/16  13:30 SW6010B JTC*Lead

Page 2 of 6
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Prairie Analytical Systems, Inc. 11/28/2016

Client:

Project: Lab Order:

Flint Hills Resources

Date:

Soils

LABORATORY RESULTS

16K0447

Date AnalyzedQual DFUnits

1098 Lab ID:Client Sample ID:

Collection Date: Matrix:11/17/16  10:00 Solid

LimitResultAnalyses Date Prepared Method Analyst

16K0447-04

TCLP Metals by ICP-MS

mg/L 30.000600 11/23/16  17:51U 11/22/16  13:30 SW6020A CCD*Mercury

mg/L 30.0150 11/23/16  17:51U 11/22/16  13:30 SW6020A CCD*Selenium

mg/L 30.0150 11/23/16  17:51U 11/22/16  13:30 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 11/22/16  21:42U 11/22/16  13:30 SW6010B JTC*Arsenic

mg/L 10.0400 11/22/16  21:420.590 11/22/16  13:30 SW6010B JTC*Barium

mg/L 10.00500 11/22/16  21:420.166 11/22/16  13:30 SW6010B JTC*Cadmium

mg/L 10.0100 11/22/16  21:420.0108 11/22/16  13:30 SW6010B JTC*Chromium

mg/L 10.00500 11/22/16  21:421.31 11/22/16  13:30 SW6010B JTC*Lead

Date AnalyzedQual DFUnits

1045 Lab ID:Client Sample ID:

Collection Date: Matrix:11/17/16  10:40 Solid

LimitResultAnalyses Date Prepared Method Analyst

16K0447-05

TCLP Metals by ICP-MS

mg/L 30.000600 11/23/16  17:59U 11/22/16  13:30 SW6020A CCD*Mercury

mg/L 30.0150 11/23/16  17:59U 11/22/16  13:30 SW6020A CCD*Selenium

mg/L 30.0150 11/23/16  17:59U 11/22/16  13:30 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 11/22/16  21:47U 11/22/16  13:30 SW6010B JTC*Arsenic

mg/L 10.0400 11/22/16  21:470.930 11/22/16  13:30 SW6010B JTC*Barium

mg/L 10.00500 11/22/16  21:470.552 11/22/16  13:30 SW6010B JTC*Cadmium

mg/L 10.0100 11/22/16  21:47U 11/22/16  13:30 SW6010B JTC*Chromium

mg/L 200.100 11/23/16  16:3026.1 11/22/16  13:30 SW6010B JTC*Lead

Date AnalyzedQual DFUnits

1099 Lab ID:Client Sample ID:

Collection Date: Matrix:11/17/16  10:20 Solid

LimitResultAnalyses Date Prepared Method Analyst

16K0447-06

TCLP Metals by ICP-MS

mg/L 30.000600 11/23/16  18:07U 11/22/16  13:30 SW6020A CCD*Mercury

mg/L 30.0150 11/23/16  18:07U 11/22/16  13:30 SW6020A CCD*Selenium

mg/L 30.0150 11/23/16  18:07U 11/22/16  13:30 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 11/22/16  22:10U 11/22/16  13:30 SW6010B JTC*Arsenic

mg/L 10.0400 11/22/16  22:100.558 11/22/16  13:30 SW6010B JTC*Barium

mg/L 10.00500 11/22/16  22:100.187 11/22/16  13:30 SW6010B JTC*Cadmium

mg/L 10.0100 11/22/16  22:100.0285 11/22/16  13:30 SW6010B JTC*Chromium

mg/L 10.00500 11/22/16  22:101.06 11/22/16  13:30 SW6010B JTC*Lead

Page 3 of 6
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Prairie Analytical Systems, Inc. 11/28/2016

Client:

Project: Lab Order:

Flint Hills Resources

Date:

Soils

LABORATORY RESULTS

16K0447

Date AnalyzedQual DFUnits

1112 Lab ID:Client Sample ID:

Collection Date: Matrix:11/17/16  10:10 Solid

LimitResultAnalyses Date Prepared Method Analyst

16K0447-07

TCLP Metals by ICP-MS

mg/L 30.000600 11/23/16  18:15U 11/22/16  13:30 SW6020A CCD*Mercury

mg/L 30.0150 11/23/16  18:15U 11/22/16  13:30 SW6020A CCD*Selenium

mg/L 30.0150 11/23/16  18:15U 11/22/16  13:30 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 11/22/16  22:16U 11/22/16  13:30 SW6010B JTC*Arsenic

mg/L 10.0400 11/22/16  22:160.350 11/22/16  13:30 SW6010B JTC*Barium

mg/L 10.00500 11/22/16  22:160.138 11/22/16  13:30 SW6010B JTC*Cadmium

mg/L 10.0100 11/22/16  22:160.0329 11/22/16  13:30 SW6010B JTC*Chromium

mg/L 100.0500 11/23/16  16:362.40 11/22/16  13:30 SW6010B JTC*Lead

Date AnalyzedQual DFUnits

1110 Lab ID:Client Sample ID:

Collection Date: Matrix:11/17/16  10:30 Solid

LimitResultAnalyses Date Prepared Method Analyst

16K0447-08

TCLP Metals by ICP-MS

mg/L 30.000600 11/23/16  18:23U 11/22/16  13:30 SW6020A CCD*Mercury

mg/L 30.0150 11/23/16  18:23U 11/22/16  13:30 SW6020A CCD*Selenium

mg/L 30.0150 11/23/16  18:23U 11/22/16  13:30 SW6020A CCD*Silver

TCLP Metals by ICP

mg/L 10.0100 11/22/16  22:21U 11/22/16  13:30 SW6010B JTC*Arsenic

mg/L 10.0400 11/22/16  22:210.400 11/22/16  13:30 SW6010B JTC*Barium

mg/L 10.00500 11/22/16  22:210.117 11/22/16  13:30 SW6010B JTC*Cadmium

mg/L 10.0100 11/22/16  22:210.0117 11/22/16  13:30 SW6010B JTC*Chromium

mg/L 10.00500 11/22/16  22:210.789 11/22/16  13:30 SW6010B JTC*Lead

Page 4 of 6
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Prairie Analytical Systems, Inc. 11/28/2016

Client:

Project: Lab Order:

Flint Hills Resources

Date:

Soils

LABORATORY RESULTS

16K0447

Notes and Definitions 

S Spike recovery outside acceptance limits.

* NELAC certified compound.

U Analyte not detected (i.e. less than RL or MDL).

Page 5 of 6
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Chain of Custody Record 

Central IL - 1210 Capital Airport Drive - Springfield, IL 62707-8490 - Phone (217) 753-1148 - Facsimile (217) 753-1152 
Chicago IL Office - 9114 Virginia Rd., Ste 112 - Lake in the Hills, IL 60156 - Phone (847) 651-2604 - Facsimile (847) 458-9680 
Central/Southern IL Office - Phone (217) 414-7762 - Facsimile (217) 223-7922 

n--•--•-.-ra1r1G ·---·····ft-· HIIGIJ llbGI 
Systems, 1NcoRPoRAno 

www.prairieanalytical .com 
Client J;-/,~+, J.1.,i/t!.. 'j/_,~U/'/,o ( Ye/f,J / /L_,,,- Analysis and/or Method Requested Reporting ~ddress ~I r °l<J;</Jnl'ld#'\ ~ 

, 

~ 
0 D Resid 
0 City, State, Zip Code ;-/PJ"'i'1 .Tl - ~l~S4- ~ D Ind/Comm 

Phone/ Facsimile lf"!,_ ~:2.4- s-:ZJ I ~~ □ A Do 
~ Project Name / Number S/'"JIL.S ~ '-J .J 0B OE ~ 

~~ 
(.) Project Location 

De OF 
P O # or Invoice To 

0 D Resid 

~ (/) Contact Person /ft')Af'l-1 ("" ..#14 I? ~j w ir D Indus! 
Sample Description 

Sampling Matrix Preserv No. of Sample Type ~ Sampler Comments Date Time Code Code Containers Comp Grab 

C:,IJ'fcr9.. ?2 17 11/,7/J/;-;1 // :/ ,C:- s 0 I X t>< 
"J.l..,?T2 I« £4- I l 11:30 I >< I>< 
///3 //}:57) I Dir X IX--'tnqg [tJ;tJO I - ')< >< /(14 z;- I/J;4-o I ~ D< 
/IJ 9q IIJ:2t1J I 'X' >< 'II 12 h1:JO I v )< 
I /(9{) y 111:~ y .. v / x I~ - ' 

Matrix Code A - Aqueous I OW - Drinking Water GW - Ground Water NA - Non-Aqueous Liquid S - Solid O-Oil X - Other (Specify) Preserv Code o - None I 1 - HCI 2- H2SO4 3 -HNO3 4 - NaOH 5 · 5035 Kit X - Other (Specify) 
/~ Relinquis91ilfl By Date Time /J?) Receivedh ) 

/ Date Time Method oJ Ship~nt 
_;4/4'A1 /~- - 11//7///4 12 :C'}.:;; ~__.v"'' ~~ ,,~,/ ///7,,/4 /7.'t:4 /-//fJ'JI/ (., - p , I < - - , , , - __, 

r_}_ r /t./f;lfdh ll/\7/lb I~ /7 1--Ua Jt) 
al Instructions: (.7 Turna~ime: Stander~ Rush□ QC Level On wet ice? Temperature (°C) 

Date Required: 11dl'2□ 304□ Yes ~ 1 g, i 

- -1 



FHRPRU002969

Please print or type (Form designed for use on elite (12-pitch) typewriter i77 l 70463157B 9C PPW 8/28/2017 Form Approved 0MB No 2050-0039 

UNIFORM HAZARDOUS 1. Generator ID Number 12. Page 1 of , 3. Emergency Response Phone 1···0 .. i'i(j332 s 2 WASTE MANIFEST ILD087154555 1 (800)483-3718 FLE 
,. 'i!f.W~'Tf .. 1~ll~ress Generator's Site Address (if different than mailing address) 

501 Brullflt!r Sln!t!t SAME 
Peru. IL 61354 

Generatots Phoae '815\ 224-5451 I 
6. 1 ransporter 1 t;ompany Name U.S. EPA ID Number 

Clt!an Harbors Erwironmt!lltal St!mces, Inc. I MAD039322250 
7. Transporter 2 Company Name U.S. EPA ID Number 

J../£1£1- I / /IJJ 7'l'IY6:iJ'1/0J. 
8
· ~-t:URi!~m.-.,y Inc. U.S. EPA 1D Number 

n1,r,.n,,.nn,1 ,.,.nn 
4879 Sprinf!:Gnm! AYl!IIUI! UMLJUUUO..Loa.£:::, 

CinciMati. OH 45232 
Facir s Phone: '513\ 681-5738 I 
9a. 9b. U.S. DOT Description {including Proper Shipping Name, Hazard Class, 10 Number, 10. Containers 11. Total 12. Unit 13. Waste Codes 
HM and Packing Group (if any)) No. Type Quantity wt.Nol. 

"" 
1 ........ US, NON D.O.T. REGULATED, 

!}/fl 5'5'0 J 0 (NON.ffAZARDOUSSOlll ~,o 
~ w 2

· NOl/-#tJ.~~""~/ffAI /ho,-,. R.~l<hdi z f)F ff~ .1 w 
tJO/ "' ( J/oW-ffa-2,.,.J,,,~,; 

3 

4. 

14. Special Handling Instructions a?ditional Information 
1.caus2&H IPX>. 

;._ ,tft/lf5J.t'l9 11'1.5 

15. GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that the contents of this consigrnnent are fully and accurately described above by the proper shipping name, and are classified, packaged, 
marked and labeledlplacarded, and are in all respects in proper condition for lransport according to applicable international and natioll81 governmental regulations. If export shipment and I am the Primasy 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPAAckncMiedgment of Consent. 
I certify that the waste minimizalion statement identified in 40 CFR 262.27(a) (if I am a large quantity generator) or (b) (if !..am.a small quantity general°"1s true. 

.,~ra 1 :,,v11eror's t-'nnted,, yf"'U Name ) 

I~ 
···-re A/...~ (~ 

rnvn~1 uay ,ear 

j f\ I/JY1 r',Jhlft\AA ifA --T.Jr~HIA I 'f Ill/ 1/7 
I~ 

1 . lnte ational Shipments □ lmport1o U.S. □ Export from u s l 
. V Port of entry/exit: 

ii!:, Tran<mnn,,,r signature (for exnnrts only): Date leaving U.S.: 

"" 17. Transporter Acknowledgment of Receipt of Materials w 
~ Transporter 1 ~rTYP8f Name a, 

1 

-k o,;aabJre /-{ , ;I: _ I t9--l/~l/7 I , r11.n · ,,,, r I ' - ~ / -
Transporter 2 Printedrryped Name 1·~~;- Monm uay -rear 

l,,.rllO .:o~ I 'i I ;;i;t 117 

r 
18. Discrepancy -
18a. Discrepancy Indication Space D a,,mtify Drype □ Resid"' OPartia1R- □ F,11 Rejection 

Manifest Reference Number: 

~ 18b. Alternate Facility (or Generator) U.S. EPA JD Number 
::; 

~ Facilitv's Phone: I 
0 18c. Signature of Alternate Facility (or Generator) Month Day Year 
w 
!c I I I z 
1il 19. Hazardous waste Report Management Method Codes (i.e., oodes for hazardous waste treatment, disposal, and recycling systems) 
w 1. 12 4-h4\ 

3. / r 0 
H141 

l 20. Designated Facility Owner or Operator: Certification of receip1 of hazardous materials covered by the manifest except as noted in Item ¢a / ~, 
Printed/Typed Name 

(i~p~V),1 YVlrJ'91J11 l~aabJre /--11--///J /: t- I "l!j"' 1221 /7 
EPA Form 8700-22 (Rev. 3-05) Trevious editions are obsolete. J _,,,d'ESIGNATED FACILITY STINATION STATE (IF REQUIRED) 

~an Halllors has th• apptepriat• ,-its fer and will _.,. ttt. wast• I ator is shipping. 
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C 1 •. • t ; (\" S· I 

- .), C' ,:-- ~ ~ 1_,' • _. V I I ' \, 

;, ' ·o 
?~t)'1!!{}--'"3{.l .:\J,~l ir,jl 

19"31'~ ,,;,, 

~•}:,.._( 
J ,•~_-1,,:i;~ ;,_"1 H:J 

J <1 
l.'!11?<1 

.•.,·11-.l'lll't).·-,•~ :11:,~').::o,:.i ·, ·r,1,. 'l',•11-

911'1•} ' 1 ··'li, • lii•tL 2 ~'\ f'-.J 

"' . , .. ,, 

O:Jl;.Jl:•·h•- 1 ,-,G • .,! , ,,J~.-:,At-i. 1nv 
:r .t)'A.t\SA ♦ 1 ,,V1M: IJIOf' 

h'._:.·: '& •• ..l· 
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"" 
Jr type. (Form designed for use on elite (12-pitch) typewriter,)' Form Approved. 0MB No. 2050-0039 

c::: 
0 

~ 

.r'ORM HAZARDOUS 1. Generator ID Number 

WASTE MANIFEST 
5, Generator's Name and Mailing Address 

8. Designated Facility Name and Site Address 

9a. 
HM 

9b. U.S. DOT Description (including Proper Shipping Name, Hazard Class, ID Number, 
and Packing Group (if any)) 

10. Containers 

No. Type 

U.S. EPA ID Number 

U.S. EPA ID Number 

11. Total 
Quantity 

12. Unit 
Wt.Nol. 

FLE 

13. Waste Codes 

: l 
:i. I 

~-- 'V l.r,,-c,~ !· -
Wl--+---------------------------------+-----+----'--+-----+....:...---t---+----:----i ~ 2 I 

! . 

(!) 
-----· 1-·- : -----

! 
3. 

4. 
! I . i . I 

14. Special Handling Instructions and Additional Information 

15. GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, and are classified, packaged, 
marked and labeled/placarded, and are in all respects in proper condition for transport according to applicable international and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPA Acknowledgment of Consent. 
I certify that the waste minimization statement identified in 40 CFR 262.27(a) (if I am a large quantity generator) ~r (b.) (if I am a small quantity g~nfator) is true. 

~ 16. International Shipments D Export from u.§. Porto/entry/exit: ____________________ _ 
~ Transporter signature for exports only : Date leaving U.S.: ffi 17. Transporter Acknowledgment of Receipt of Materials 

~ 
0 
IJ.. 

TraAsporter 1 Print~d/Typed Name 
!· .~ ' 

Signature 

~ 1-=''=---'-....:...,....,,..,....,....,.,,,--'-~,--'--------i-----------------'-,,S-ig-'na,..,.tu-r-e----,,,.-=....:...-----------------'-==-'---,,;-:c,--'--=':"--i 
<( 

c::: 
I-i 18. Discrepancy 

1 

18a. Discrepancy Indication Space 

j:::: 18b. Alternate Facility (or Generator) 
::::i 
u 

D Quantity □Type 0Residue D Partial Rejection D Full Rejection 

Manifest Reference Number: 
U.S. EPA ID Number 

i'.i!: i,.:F...::a:::c:::ilit:1:.'.::.s.:..P:.;;ho:::.n:::e.:..: ---------------------------------------....L----------....,..,.--,,----=,---....,..,.----j fi:J 18c. Signature of Alternate Facility (or Generator) Month Day Year 
~ 
~ 1-1-9-. H_a_z_a_rd-ou_s_W_a_s-te_R_e_p_ort_M_a-na_g_em-en_t_M_e-th-od-Co_d_e_s _(i.-e-., -co-d-es_f_o_r h-a-z-ar-do_u_s_w_a-st-e-tr-ea-tm-en-t,-d-is_p_os_a_l, -an_d_r-ec_y_cl-in-g-sy-s-te_m_s_) _______________ _._ __ .,__--''----i ff31--------'----..:....------.--'--'------------'----'r----...:.........:;_.,;... _ _.,;... ______ -.------------------i C 1. f ! I I,,,.·, 2. 3. 4. 

~ ' 1 \ " 

Month 

I' 

Day Year 
.l 
if,'.' 

EPA Form 8700-22 (Rev. 3-05) Previous editions are obsolete. DESIGNATED FACILITY TO GENERATOR 
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P~~~ type. (Form designed for us~ on elite (12-pitch) typewriter.) 

UNIFORM HAZARDOUS 1. Generator ID Number 

WASTE MANIFEST FLE 

8. Designated Facility Name and Site Address 

'\ '.'· 

Factlity's"Ph6ne: 

9a. 
HM 

9b. U.S. DOT Descripti~~ (in~luding Proper Shipping Name, Hazard Class, ID Number, 
and Packing Group (if any)) 

10. Containers 

No. Type 

U.S. EPA ID Number 

U.S. EPA ID Number 

U.S. EPA ID Number 

11. Total 
Quantity 

12. Unit 
Wt.Nol. 

13. Waste Codes 

1. ' I 

~ y i. J j2J•c~ !__ ___ ,_,, 

w 1--+---------------------------------+-----+----+-----+----+----':-----1----1 
z 2 . 
w ! : 
C) ________ ... _,,,_,_,/"_"'CC''-• 

t 
3. 

4.' 

14. Special Handling Instructions and Additional Information 

15 GENERATOR'S/OFFEROR'S CERTIFICATION: I hereby declare that the contents of this consignment are fully and accurately described above by the proper shipping name, and are classified, packaged, 
marked and labeled/placarded, and are in all respects in proper condition for transport according to applicable international and national governmental regulations. If export shipment and I am the Primary 
Exporter, I certify that the contents of this consignment conform to the terms of the attached EPA Acknowledgment of Consent. 
I certify that the waste minimization statement identified in 40 CFR 262.27(a) (if I am a large quantity generator)jlr (9) (if I am a small qu_antityenerator) is true. 

Generator's/Offeror's Printed/Typed Name Ignatura / 

M,;)._:/jf!/i · /,1 .. 1,;:.7 )L· _/;{(rJlVr 
.J 16. International Shipmenfs D D • 
~ lmporttoU.S. Export/ram U.S. Porto/entry/exit: ____________________ _ 

~ Transporter signature (for exports only : Date leaving U.S.: 

ffi 17. Transporter Acknowledgment of Receipt of Materials 

~ Trans,porter 1 Printed/Typed Na.me 

o l<•r 
Cl- ..;:-..... •oJ : :~-- f 
~f,:,-----,,---,,":,:-..,-,---.,.,,:!--,.,..,..---------,"'---------------'--,,,..---,--....:;;__ _________________ ......,,,......,,_.._,,..._,_._...,..,._-1 

<( 
c::: 
I-

18a. Discrepancy Indication Space 

1
18. Discrepancy 

~ 18b. Alternate Facility (or Generator) 
::J 

<(u.o 

D Quantity □Type 0Residue D Partial Rejection D Full Rejection 

Manifest Reference Number: 
U.S. EPA ID Number 

Facilit 's Phone: @ 1-1,-8-c . ...,S""ig-n-at-u-re_o..,.f.,.Al,...te_rn_a-te...,F,...a-ci-lity-(o_r_G_en-e-ra-to_r_) ______________________________ .__ __________ M_o_n-th--D-a_y __ Y_e_a_r-1 

~ z 
Cl t-1-9-. H_a_z_a-rd-ou_s_W_a_s-te_R_e_p-ort_M_a-na-g-em-en_t_M_e-th-od-Co_d_e_s _(i.-e-., -co-d-es_f_o_r h-a-z-ar-do_u_s_w_a-st-e-tr-ea-tm-en-t,-d-is_p_os_a_l, -an_d_r-ec_y_cl-in_g_sy-s-te_m_s_) ---------------~--~-~'-----! 
fil1-----------------,----------------..----------------.------------------1 
c 1. iJ. 2. 3. 4. 

j 20. Designated Facility Owner or Operator: Certification of receipt of hazardous materials covered by the manife.st ,except as noted in Item 18a 

Prin(ed/Typed N9me 
I " ff 

Month Day Year 

EPA Form 8700-22 (Rev. 3-05) Previous editions are obsolete. DESIGNATED FACILITY TO GENERATOR 
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